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ACOUSTICAL CEILING TILE (AT�1)
MANUFACTURER:AMSTRONG
PRODUCT:OPTIMA
DIMENSIONS: 2' X 2' � BEVELED TEGULAR
COLOR: WHITE
GRID: ARMSTRONG INTERLUDE 9/16"

PAINTED GYPSUM BOARD CEILING
COLOR: P�1, U.N.O

ACOUSTICAL CEILING TILE (AT�2)
MANUFACTURER:AMSTRONG
PRODUCT: OPTIMA
DIMENSIONS: 4' X 6'  AND 4' X 8'
DIMENSIONS: 4' X 4' AND 4' X 3' � 6"
(DEBRIEFING ROOM)
COLOR: WHITE
GRID: ARMSTRONG INTERLUDE 9/16"
EDGE: BEVELED TEGULAR

EXPOSED CEILING

ACOUSTICAL CEILING TILE (AT�3)
MANUFACTURER:AMSTRONG
PRODUCT: TECHZONE
DIMENSIONS: 4' X 0'�6"
COLOR: WHITE
GRID: ARMSTRONG INTERLUDE 9/16"
EDGE: BEVELED TEGULAR

WOOD PANEL CEILING
MANUFACTURER:AMSTRONG
PRODUCT: WOODWORK ACCESS
DIMENSIONS: 1' X 6'
SPECIES: NATURAL MAPLE (MATCH
EXISTING)
PERFORATION: NONE

2

2

2

RECESSED CIRCULAR DOWNLIGHT

PENDANT LIGHT

2' X 4' FLUORESCENT FIXTURE

2' X 2' FLUORESCENT FIXTURE

LINEAR STRIP LIGHT

EXIT SIGNAGE � LIT SIGN

RECESSED LINEAR LIGHT 6" X 4'

RECESSED LINEAR DIFFUSER.
SEE MECH. DWG

RETURN DIFFUSER
SEE MECH. DWG

SUPPLY DIFFUSER
SEE MECH. DWG

EXHAUST FAN
SEE MECH. DWG

1.  SEE ELECTRICAL DRAWINGS FOR LIGHTING FIXTURES

2. SEE AV DRAWINGS FOR CEILING MOUNTED AV
EQUIPMENTS.

3. SEE MECHANICAL DRAWINGS FOR DIFFUSERS.

4. CENTER CEILING TILES IN ROOM, U.O.N.

5. CENTER ALL CEILING MOUNTED ITEMS IN CEILING, U.O.N.

6. DO NOT INSTALL CEILING TILES UTIL ALL OVER CEILING
CABLES (e.g. AV/TELECOM) ARE INSTALLED.

7. ALL GYP CEILINGS ARE PAINT (P�1), U.N.O.

1 ATRIUM SMOKE CONTROL EXHAUST DIFFUSER.
SEE MECH. DWGS

2 WINDOW SHADE POCKET. SEE DETAIL 1/A0812

3 ACCESS PANEL. SEE DETAIL 10/A0812

4 CUBICLE CURTAIN TRACK. SEE DETAIL 8/A0812

5 GYP CEILNIG TO BE PAINTED WITH P�2

6 PLENUM CEILING. PROVIDE HOLDING DOWN CLIP
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